AUTHENTICATED
U.S. GOVERNMENT
INFORMATION

GPO

Mine Safety and Health Admin., Labor

(b) Records required by §§75.335,
75.336, 75.337 and 75.338 shall be retained
at a surface location at the mine in a
secure book that is not susceptible to
alteration. The records may be re-
tained electronically in a computer
system that is secure and not suscep-
tible to alteration, if the mine operator
can immediately access the record
from the mine site.

(c) Upon request from an authorized
representative of the Secretary of
Labor, the Secretary of Health and
Human Services, or from the author-
ized representative of miners, mine op-
erators shall promptly provide access
to any record listed in the table in this
section.

(d) Whenever an operator ceases to do
business or transfers control of the
mine to another entity, that operator
shall transfer all records required to be
maintained by this part, or a copy
thereof, to any successor operator who
shall maintain them for the required
period.

[73 FR 21208, Apr. 18, 2008]

§75.340 Underground electrical instal-
lations.

(a) Underground transformer sta-
tions, battery charging stations, sub-
stations, rectifiers, and water pumps
shall be housed in noncombustible
structures or areas or be equipped with
a fire suppression system meeting the
requirements of §75.1107-3 through
§75.1107-16.

(1) When a noncombustible structure
or area is used, these installations
shall be—

(i) Ventilated with intake air that is
coursed into a return air course or to
the surface and that is not used to ven-
tilate working places; or

(ii) Ventilated with intake air that is
monitored for carbon monoxide or
smoke by an AMS installed and oper-
ated according to §75.351. Monitoring of
intake air ventilating battery charging
stations shall be done with sensors not
affected by hydrogen; or

(iii) Ventilated with intake air and
equipped with sensors to monitor for
heat and for carbon monoxide or
smoke. Monitoring of intake air ven-
tilating battery charging stations shall
be done with sensors not affected by
hydrogen. The sensors shall deenergize
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power to the installation, activate a
visual and audible alarm located out-
side of and on the intake side of the en-
closure, and activate doors that will
automatically close when either of the
following occurs:

(A) The temperature in the non-
combustible structure reaches 165 °F;
or

(B) The carbon monoxide concentra-
tion reaches 10 parts per million above
the ambient level for the area, or the
optical density of smoke reaches 0.022
per meter. At least every 31 days, sen-
sors installed to monitor for carbon
monoxide shall be calibrated with a
known concentration of carbon mon-
oxide and air sufficient to activate the
closing door, or each smoke sensor
shall be tested to determine that it
functions correctly.

(2) When a fire suppression system is
used, these installations shall be—

(i) Ventilated with intake air that is
coursed into a return air course or to
the surface and that is not used to ven-
tilate working places; or

(ii) Ventilated with intake air that is
monitored for carbon monoxide or
smoke by an AMS installed and oper-
ated according to §75.351. Monitoring of
intake air ventilating battery charging
stations shall be done with sensors not
affected by hydrogen.

(b) This section does not apply to—

(1) Rectifiers and power centers with
transformers that are either dry-type
or contain nonflammable liquid, if they
are located at or near the section and
are moved as the working section ad-
vances or retreats;

(2) Submersible pumps;

(3) Permissible pumps and associated
permissible switchgear;

(4) Pumps located on or near the sec-
tion and that are moved as the working
section advances or retreats;

(5) Pumps installed in anthracite
mines; and

(6) Small portable pumps.

§75.341 Direct-fired intake air heaters.

(a) If any system used to heat intake
air malfunctions, the heaters affected
shall switch off automatically.

(b) Thermal overload devices shall
protect the blower motor from over-
heating.
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(c) The fuel supply shall turn off
automatically if a flame-out occurs.

(d) Each heater shall be located or
guarded to prevent contact by persons
and shall be equipped with a screen at
the inlet to prevent combustible mate-
rials from passing over the burner
units.

(e) If intake air heaters use liquefied
fuel systems—

(1) Hydrostatic relief valves installed
on vaporizers and on storage tanks
shall be vented; and

(2) Fuel storage tanks shall be lo-
cated or protected to prevent fuel from
leaking into the mine.

(f) Following any period of 8 hours or
more during which a heater does not
operate, the heater and its associated
components shall be examined within
its first hour of operation. Addition-
ally, each heater and its components
shall be examined at least once each
shift that the heater operates. The ex-
amination shall include measurement
of the carbon monoxide concentration
at the bottom of each shaft, slope, or in
the drift opening where air is being
heated. The measurements shall be
taken by a person designated by the
operator or by a carbon monoxide sen-
sor that is calibrated with a known
concentration of carbon monoxide and
air at least once every 31 days. When
the carbon monoxide concentration at
this location reaches 50 parts per mil-
lion, the heater causing the elevated
carbon monoxide level shall be shut
down.

§75.342 Methane monitors.

(a)(1) MSHA approved methane mon-
itors shall be installed on all face cut-
ting machines, continuous miners,
longwall face equipment, loading ma-
chines, and other mechanized equip-
ment used to extract or load coal with-
in the working place.

(2) The sensing device for methane
monitors on longwall shearing ma-
chines shall be installed at the return
air end of the longwall face. An addi-
tional sensing device also shall be in-
stalled on the longwall shearing ma-
chine, downwind and as close to the
cutting head as practicable. An alter-
native location or locations for the
sensing device required on the longwall

30 CFR Ch. I (7-1-13 Edition)

shearing machine may be approved in
the ventilation plan.

(3) The sensing devices of methane
monitors shall be installed as close to
the working face as practicable.

(4) Methane monitors shall be main-
tained in permissible and proper oper-
ating condition and shall be calibrated
with a known air-methane mixture at
least once every 31 days. To assure that
methane monitors are properly main-
tained and calibrated, the operator
shall:

(i) Use persons properly trained in
the maintenance, calibration, and per-
missibility of methane monitors to
calibrate and maintain the devices.

(ii) Maintain a record of all calibra-
tion tests of methane monitors.
Records shall be maintained in a secure
book that is not susceptible to alter-
ation or electronically in a computer
system so as to be secure and not sus-
ceptible to alteration.

(iii) Retain the record of calibration
tests for 1 year from the date of the
test. Records shall be retained at a sur-
face location at the mine and made
available for inspection by authorized
representatives of the Secretary and
the representative of miners.

(b)(1) When the methane concentra-
tion at any methane monitor reaches
1.0 percent the monitor shall give a
warning signal.

(2) The warning signal device of the
methane monitor shall be visible to a
person who can deenergize electric
equipment or shut down diesel-powered
equipment on which the monitor is
mounted.

(¢c) The methane monitor shall auto-
matically deenergize electric equip-
ment or shut down diesel-powered
equipment on which it is mounted
when—

(1) The methane concentration at
any methane monitor reaches 2.0 per-
cent; or

(2) The monitor
properly.

[61 FR 9829, Mar. 11, 1996, as amended at 61
FR 55527, Oct. 25, 1996]

§75.343 Underground shops.

(a) Underground shops shall be
equipped with an automatic fire sup-
pression system meeting the require-
ments of §75.1107-3 through §75.1107-16,

is not operating
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